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1. Transmission lines scope

v EVNNPT manages and operates (As of 30/09/24) more
than 31,500 km (circuits length ) of 500kV, 220kV
transmission lines across complex terrains, ranging from high
mountainous areas to low plain field.

500kV lines

m Area
especially difficult,
harsh climate, lots of
thunderstorms

= High mountains, dense
forests, swamps

220kV lines

= Midlands, sparse
forests, inner cities,
coastal areas

18%

Plain
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2. Methods of transmission lines
management

» Before 2019: workers patrol along transmission line for
visual inspection and taking photos of any abnormalities.

» From 2019 to 2022: unmanned aerial vehicles (drones)
and cameras installed on electric poles had been using
in operational management.

» From 2022: artificial intelligence has been applied to
support image analysis and equipment condition
assessment.
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2. Methods of transmission lines
management

Before: Present:
Inspection and Assessment of transmission Inspection of transmission lines by UAV to
lines — Paper based capture image

Assessment of transmission lines supported by
Al for image processing
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2. Methods of transmission lines
management

Why we choose Al:

» Images captured from drones taken time to edit,
arrange and store manually on storage devices.

» Images are checked manually by our employee
and it could take long time for finish, hugely
depending on capability of our inspector
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2. Methods of transmission lines management

Aims of our solution

» Automatically organize, classify, store data (images), and manage information after each inspection.

» Automatically check and detect defects and damage through data (images) collected from recording devices.
Provide preliminary assessments so that workers can recognize quickly and focus on checking, confirming,
and handling arising problems. Gradually replace operators in image inspection work.




EVNNPT

The National Power Transmission Corporation

2. Methods of transmission lines management

Our solution Our partner: Ln Th?n k I_O b S

Technical staff

UPLOAD DATA TO THE SYSTEM
USING PC OR MOBILE APPLICATION

Update

inspection
result
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3. Research and deployment of Al models:
3.1. Image Analysis and Checking by Artificial intelligence (Al) System

» EVNNPT/PTC2 has built a platform for
labeling, training Al models, and
creating APIs for other management
software.

» Performing data collection and labeling
for 72,607 photos with 115,936 labels of
equipment and accessories on the line,
including:

+ 19 normal labels
+ 07 abnormal labels

However, there are some labels that are
difficult to recognize in regular drone
images.
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2019 to 10/2021 10/2021 to present

® Number of Photos

® Number of labels assigned
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3. Research and deployment of Al models:
3.1. Image Analysis and Checking by Artificial intelligence (Al) System

Difficulties in Performing Image Collection and Labeling:

> A total of 110 power transmission units must be mobilized
for data collection and labeling.

» The process requires significant efforts and time.

» Abnormal labels are often scarce, making collection very
challenging.
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3. Research and deployment of Al models:
3.1. Image Analysis and Checking by Artificial intelligence (Al) System

Abnormal Label

Normal Label

Al model Corona Ring
accuracy Compensation Weight

Connector Tube (*)
Positioning Frame(*)
Wire Clamp

Conductor — Ground Wire

Fiber Optic suspension...
Ground Wire suspension...

Composite double...

95%
62%
78%
51%
83%
85%
66%
95%
47%
44%
50%
68%
59%
60%
86%
71%
80%
81%

Support Base - Landslice
Anti Vibration Weght - Broken

Sign Plate - Rust

Positioning Frame - Broken
*)
Conductor - Frayed, broken
thread

Conductor - foreign objects
(kite, tarpaulin)

Insulator String - Broken

87%

85%

98%

90%

12%

89%

92%

Double insulator String 72%

0% 20% 40% 60% 80% 100%
Accuracy Accuracy

0% 20% 40% 60% 80% 100%

(*) These labels are difficult to identify with
regular, remote drone images.



EVNNPT

The National Power Transmission Corporation

3. Research and deployment of Al models
3.1. Image Analysis and Checking by Artificial intelligence (Al) System

S Doy dan 0.27
Chuon coch dlen don _0.62 = -5

Chuoi cach dlen dor; 0. 67
Khung’dmh vi 0:20, \

oo s \\

o Tl ™

QQKe K‘eo dav dan 0.
_}_‘\\/. “;9 Ke‘%‘ ay d dan 838

A T eSS

'_'ﬁ)'_\g corona 00) [

e ORI e




EVNNPT

The National Power Transmission Corporation

3. Research and deployment of Al models
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3. Research and
deployment of Al
models

3.1. Image Analysis and
Checking by Artificial
Intelligence (Al) System
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3. Research and deployment of Al models
3.1. Image Analysis and Checking by Artificial intelligence (Al) System

Al is the core solution to improve the quality and efficiency of line management and increase
labor productivity, and is the driving force to shift line management and operation labor from
traditional to modernized labor

Efficiency:

» Automatically, quickly and effectively detect defects/damages using bulk collected data.

» Reduce time and effort when checking large amounts of data on the computer.

» Minimize the feeling of boredom and fatigue for the inspector when checking data.

Limitations:

» In order to ensure the required accuracy for the recognition system, it is necessary to build a very
large database through data collection (images) and label the images. Therefore, it will take a lot of
time and labors.

» The ability of identifying accurately is high but the damage and abnormalities are relatively large and
have to be visible for visual inspection.

» The model will be noisy when being trained if the number of labels is not similar (the difference is
more than 500 labels)
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3. Research and deployment of Al models
3.2. Line surveillance cameras based Artificial intelligence (Al) system

We have deployed 352 camera surveillance systems on the lines, most of which have been integrated with the
Al system. This Al model will:

- Detect abnormal detections on the line including: fire, smoke and motor vehicles near the line corridor.

- Labels and trains with over 8,000 labels for the above abnormalities.

- Be deployed and installed on most of our 500kV and 200kV lines.

Computer with Al N — J
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3. Research and deployment of Al models

3.2. Line surveillance cameras based Artificial intelligence (Al) system

Co 1 phudng tién/dam chay dugc
phat hién tai camera VT99 BZ500kV
Déc Séi - Pleiku 2 vao Itic 10:40:51
ngay 15/03/2022. Bé nghi ddn vi

\

There was a fire detected at camera VT99
DZ500kV Doc Soi - Pleiku 2 at 10:40:51 on
March 15, 2022. We recommended that
the operating management unit checked
the camera and handled it.

Bl VT1343 DZ500 VungAng-DaNang

C6 1 phudng tién/dam chay dugc
phat hién tai camera VT 13 BDZ500kV
Déng Ha — Hué vao luc 08:46:06
nadv 121012024 DA nahi Adn vi

\

There was a vehicle detected at camera
VT13 DZ500kV Dong Ha - Hue at 08:46:06
on October 12, 2024. We recommended
that the operating management unit
checked the camera and handled it.

Camera VT 102 D27 xXekaman3-Th nh M. 500

C6 1 phudng tién/dam chay dudc
phat hién tai camera VT 102
DZ500kV XKM 3 — Thanh My 500

&

There was a fire detected at camera
VT102 DZ500kV XKM3 — Thanh My 500 at
13:33:20 on June 7, 2022. We
recommended that the operating
management unit checked the camera
and handled it.

vao luc 13:33:20 ngay 07/06/2022.

CameraV/T 102 BZ Xekaman3-Th nh M <500

C6 1 phudng tién/dam chay dudc
phat hién tai camera VT 102
DZ500kV XKM 3 — Thanh My 500
vao luc 15:13:47 ngay 11/06/2022.

\

There was a fire detected at camera
VT102 DZ500kV XKM3 — Thanh My 500 at
15:13:47 on June 11, 2022. We
recommended that the operating
management unit checked the camera
and handled it.
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3. Research and deployment of Al models
3.2. Line surveillance cameras based Artificial intelligence system

*Effectiveness:

» Helps automatically warn of some risks that cause unsafety during power grid operation.

» Supports our employees in monitoring the grid instead of sending people for site inspection or
continuously monitor on the camera system.

> Helps optimize human resources, means, and improves production efficiency.

* Limitations:

> The Al model does not really work accurately with similar objects (clouds) and recognize activities at
night.

> The Al system on this camera is researched and developed by EVNNPT/PTC2, so there is no
centralized management system for warning data at the present

> Problems related to the power supply of the camera system and Al happening, including the
errors/damages of the solar panel controller, trouble with the 4G router.
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4. Future work

» Deploy the Al model for all transmission line unit under the National Power Transmission Corporation.

» Strengthen the work of labeling and training Al models to improve the accuracy of the Al system in identifying
devices as well as abnormal phenomena and incidents related to devices.

» Review and standardize labeled data to limit labels that do not meet quality/requirements, and limit "noise" for
the Al system.

» Apply Al model for substation management.
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